
Wiremold Electrical Systems conform to and should be
properly grounded in compliance with requirements of the
current National Code or codes administered by local
authorities.

All electrical products may represent a possible shock or
fire hazard if improperly installed or used. Wiremold electri-
cal products are UL listed, made for interior use in dry loca-
tions only and should be installed in conformance with cur-
rent local and/or the National Electrical Code.
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• Grounding: Use ground location when provided or install a suitable ground lug, ring ter-
minal or locknut and ground bushing.

• Mise à la terre: Utiliser l’emplacement de terre prévu ou poser le matériel qui convient:
patte de mise à la terre, cosse circulaire à oeil ou écrou de blocage et manchon de terre.

• Conexión a tierra: Use un localizador de tierra cuando se proporcione o instale una ore-
jeta de tierra, anillo terminal o contratuerca y cojinetes de tierra apropiados.
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