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NOTES:

FRONT VIEW

1. ALL DIMENSIONS ARE IN INCHES [MILLIMETERS].
2. TOTAL WEIGHT OF UNIT IS 259 LBS [118 kg]
3. CABLE ENTRY IS FROM REAR SIDE OF THE UNIT.
A\ 4, CORD LENGTH 10 FEET (L6-30P TWIST LOCK)
/A5, CORD LENGTH 2 FEET (L6-30P TWIST LOCK)
6. INSTALLATION MUST COMPLY WITH ALL APPLICABLE NATIONAL AND LOCAL CODES.
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NOTES:

1. ALL DIMENSIONS ARE IN INCHES [MILLIMETERS].

/\2. THIS UNIT SHOWS SYRMT FOR N CONFIGURATION.

SKU NUMBER SYH2K6RMT-TF3 WITH SYTFS WILL PROVIDE

1 POWER MODULE(SYPM2KU) AND 1 BATTERY MODULE (SYBT2)

FOR 2kVA N CONFIGURATION ONLY.

ADDITIONAL POWER MODULE AND BATTERY MODULE WOULD HAVE TO
BE PURCHASED AS AN OPTION TO GET SCALEABLE CONFIGURATIONS

AS PER THE TABLE BELOW:-

Rating No. of Power Module| No. of Battery Module
2kVA N+1 ONE -
4kVA ONE ONE
4kVA N+1 WO ONE
BkVA WO WO
BkVA N+1 THREE WO

5. APPROX. 12 MINUTES OF RUNTIME AT FULL LOAD.

4. INSTALLATION MUST COMPLY WITH ALL APPLICABLE NATIONAL AND LOCAL CODES.
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