CLASS 9999 TYPE SR FUSE CLIP KITS

INSTALLATION FOR TYPE SR-1, SR-2, SR-3 CLIPS
ON FUSE BLOCK CLASS 9999 TYPE SF1 OR SF2

Mazx, Clip
Class Rating
9999

Type | Amps| Volis

Determine the type of fuse clips you have from the
table. Refer to the views below for clip locations.
Using the screws furnished, mount the fuse clips in
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INSTALLATION FOR TYPE SR1, SR2, SR3 CLIPS ON FUSIBLE DISCONNECT SWITCHES

Determine the type of fuse clip youhave from table on page 1. Refer to views below for clip locations.
Using screws furnished, mount the fuse clips in proper locations.
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